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PARKING
S-3/B-OCC.

Type II-1 HR
108,000 SF MAX. 

BLDG. AREA
GARAGE/LIBRARY ENTRY

Occupancy: S-3/B
Constr. Type: Type II-1HR
# of Stories: 3
Roof Parking: 1
Parking Levels: 4

Allow. Incr.

Allowable 
Area

Sq. Ft.
Basic Area: 18,000
2 Sides >60' * 50.0% 27,000
Fire Sprinklers: 100.0% 54,000
Multi-Story: 100.0% 108,000

Max. Building: (3 stories) 108,000 SF
Min. 260 Stalls @ 375 sf/stall 97,500 SF

(3 levels)

1-HR OCCUPANCY 
SEPARATION REQ’D

*NOTE: 60’ RAILROAD R.O.W. CONSIDERED PUBLIC WAY FOR PURPOSE OF ALLOWABLE AREA 
INCREASE

1.4.8  CODE REVIEW SUMMARY- SCENARIO 1 
Updated: 2004.11.16 FIGURE 1.4.8a

emergency vehicle 
turnaround

drop-off

MAIN LIBRARY 
Occupancy: B
Constr. Type: V-N
# of Stories: 2

Allow. Incr.

Allowable 
Area

Sq. Ft.
Basic Area: 8,000
3-Sides > 45': 62.5% 13,000
Fire Sprinklers: 100.0% 26,000
Multi-Story: 100.0% 52,000
Allow. Library Floor Area: 52,000 SF

1-Story Existing Bldg. 13,200 SF
2-Story New Construction 35,400 SF
Total Building 48,600 SF

48,600 GSF <52,000 SF - OK MIN. 
45 FT

2 LEVEL
B-OCC. 
Type V-N

52,000 SF  MAX
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3 TIER PARKIN G

S-4/S-3/B-O CC.

Type II-1 H R
139,000 SF M AX. 

BLDG . AREA
Occupancy: S-4/S-3/B
Constr. Type: Type II-1HR
# of Stories: S-3/B 1
Parking Tiers: S-4 3
Parking Levels: 4

Allow. Incr.

Allowable 
Area

Sq. Ft.
Basic Area: 18,000
No Separation 18,000
Fire Sprinklers: 200.0% 54,000
S-4: 10 Tiers 500,000

Max. Building: (1 story) 43,400
Min.260 Stalls 369 sf/stall 96,000

43,400/54,000 + 96,000/500,000 = 0.996 <1.000

1-HR O CCUPAN CY 
SEPARATIO N  REQ ’D

*

1.4.8  CO DE REVIEW  SUM M ARY-SCENARIO  2 
Updated: 2004.11.16 FIG URE 1.4.8b

em ergency 
vehicle 

turnaround

drop-off

MAIN LIBRARY 
Occupancy: B
Constr. Type: V-N
# of Stories: 2

Allow. Incr.

Allowable 
Area

Sq. Ft.
Basic Area: 8,000
3-Sides > 45': 62.5% 13,000
Fire Sprinklers: 100.0% 26,000
Multi-Story: 100.0% 52,000
Allow. Library Floor Area: 52,000 SF

1-Story Existing Bldg. 13,200 SF
2-Story New Construction 35,400 SF
Total Building 48,600 SF

48,600 GSF <52,000 SF - OK M IN . 
45 FT

2 LEVEL

B-O CC. 

Type V-N

52,000 SF  M AX


